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1. INTRODUCTION 
 

GE_FILES is the software that allows to work offline with the data retrieved by GE_POWER (events, alarms, 
demand, analog values etc.).  

In order to proceed with the study of all these data with the GE_FILES tool, it is necessary to previously retrieve the 
stored files with the GE_POWER software. The way to achieve this is through an option inside the GE_POWER. 
Specific instructions are given in the instruction manual. 

It is also needed to have a copy of the substation database, plus the configuration files and the individual databases 
for all the relays part of the system. 

With all this information, the user will be able to view all the substation events, alarms, oscillography records, 
historical list of commands and, finally, reports (both in table and graphical format) of all the analog values. 
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2. INSTALLATION PROCESS 
 

The GE_FILES installation can be done through either the floppy disks or the CD Rom installation utility. Just 
execute the “setup.exe” file and then follow the on-line instructions. The default program group is GE_NESIS, and 
the default path “:\GE_NESIS”. 
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The events screen is shown in the figure. In the screen top some icons allow to perform the different functions. 

 

-  Exit 
 

-  Open an event file: the list of all the available files in the working directory appears, allowing the 
selection of the particular file to be viewed. The format for the file name is 

 yyyymmdd.eve  

being yyyy, mm and dd the year, month and day when the file was created. 

Selecting files from a different directory is not permitted; this is to avoid opening files retrieved from a 
different substation, which will not be coherent. To view these files coming from a different substation 
we have to leave this screen, and select from the main menu option Substation the database. 

 

-  Alphabetical order: all events will be ordered following the device names 

-  Date order: all events will be ordered by date, being the first of the list the most recent one. 

 

-  Print: the event list is printed for all the opened files. 

 

In the middle of the screen, just below the function icons, the event list is shown for the selected file. 

 

In the bottom part of the screen a list of the different bays of the substation is presented. In this list the bays can be 
selected, taking into account that only the events of the selected bays will be displayed.  
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4.3.2. LOGS 

 

 Clicking on this icon, or in the corresponding menu option AnalyzeFiles-Logs, we will access the logs 
screen. 

 

 

 

In the upper part of the screen there is a number of icons. The functionality is exactly the same as explained for the 
events: Exit, Open files, Alphabetical order, Date order and Print. 
The format for the file name is identical to the one of the event files but with the suc extension. 

yyyymmdd.suc  

being yyyy, mm and dd the year, month and day when the file was created. 

 

In the middle of the screen, just below the function icons, the event list is shown for the selected file. 

In the bottom part of the screen a list of the different bays of the substation is presented. In this list the bays can be 
selected, taking into account that only the events of the selected bays will be displayed. 

Finally, and also in the bottom part of the screen two more element columns appear: Status and Measures. Once a 
log is selected, both element columns show the associated status and the measured values with the actual value at 
the time the log was generated. 
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4.3.3. OSCILLOGRAPHY 

 

 Clicking on this icon, or in the corresponding menu option AnalyzeFiles-Oscillography, we will access the 
waveform capture screen. 

 

 

The window shows three different boxes: 

- The substation bay list. 

- The oscillography record list of the selected bay, with the format “date + oscillography record number”. 

- The oscillography record header. 

 

There are two buttons in the screen. If clicking on the Visualize button then the GE_OSC visualization software 
starts. If pressing the Cancel  button then we leave the screen. 
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4.3.4. OPERATIONS HISTORY 

 

 Clicking on this icon, or in the corresponding menu option AnalyzeFiles-Operations History, we will 
access to the following screen. In the upper part of the screen there is a number of icons. The functionality is 
exactly the same as explained for the events and logs: Exit, Open files, Alphabetical order, Date order and 
Print. 
 

The format for the file name is identical to the one of the previous cases but with the hst extension. 

yyyymmdd.suc  

being yyyy, mm and dd the year, month and day when the file was created. 

 

Once the file is selected, a list of commands performed in the substation appears. Each command includes the user 
identification.  
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4.3.5. MEASUREMENT HISTORY 

 

 Once the icon is selected, or the corresponding menu option Analyze Files-Measurement History, the 
following menu shows up.  

 

With the first option Evolution we can present in the screen, either as a table or as a curve, the different values that 
a particular analog value has taken during a period of time. With the second option Time we can have an idea of 
how much time a specific analog value has been within a certain magnitude range. It is presented in the screen in a 
table format. 
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4.3.5.1 EVOLUTION IN TIME 
 

As mentioned before this option presents in the screen, either as a table or as a curve, the different values that a 
particular analog value has taken during a period of time. 

Once selected, a window appears allowing the selection of the different parameters to configure the setup details 
for the report generation.  

 

 

- Report Name: file name. 

 

- Report Type: possibility of viewing the report either as a table or as a curve by clicking on the icons   

 
 

- Date Range: a valid date range must be selected in order to view the metering report. There are a 
number of boxes where the start date can be picked (upper boxes) and also the end date (lower 
boxes). From left to right, we can choose: year, month, day, hour, minute. 

 

  
 

  

 To help in the date range selection there is a number of options. The ones in the left: Last month, Last 
week, Last day and Last hour, start from the actual system date and time, assume this is the end date, 
and calculate the initial date depending on the selected option.  

 The ones from the right: One month, One week, One day and One hour, take into account the initial 
date configured in the upper boxes, and then calculate the final date depending on the selected option. 
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- Value types: type of value displayed on the screen. The choice is between Averages, Samples, 
Maximum per hour, Minimum per hour, Maximum per day, Minimum per day, Counters per hour, 
Counters per day. There would be information in the files only for those values stored by GE_POWER 
previously in the substation. By the same token GE_POWER only stores those types of values 
previously configured inside GE_CONF. 

 

 

 

 

In the bottom part of the screen only two buttons are enabled: Cancel to leave this screen and go back to the main 
window, and Next to go to the following configuration screen.  

In this new screen we have, in the middle of the screen, a list of all the analog values found in the data files. Those 
analog values are time stamped within the selected date ranges and are stored under the Value Type selected in 
the previous window. In the next figure we have in the left side a list with all these analog values. 

There are two buttons that allow to add metering values to the list of the right side (being this the list of the selected 
analog values that we want to include in the report) or to remove them from the same list. Besides those there ate 
to text boxes showing the initial and final selected data ranges. 

 

 

 

Under those lists we have in the screen the following elements: 

- In case of selecting the presentation type as Table: the template for the report, with the analog values 
names for the column headers. 

- In case of selecting the presentation type as Curve: three buttons to choose between the graphic type 
(curve, columns, points) and other choice to view the report in 3D format. 

 

The upper part menu presents two different options: Exit, to go back to the main screen, and Format.  This one has 
two other options: Select Format and Save Format. This is used to save in a file the report configuration template 
(report name, value type and analog values list) and then be able to retrieve the data later (with the Select Format 
option) without entering all the data again. 

In the bottom part we have the following enabled buttons: Cancel, to go back to the main window; Previous, to go to 
the report configuration window and View, to go to the visualization report screen. 

In case the choice is to view the report as a table, this report will look like the following figure: 
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Each column represents the analog values described in the column header. Each file shows a specific value for a 
certain date and time. All files are in chronological order. 

Some cells may be empty, this depends on the scanning time interval defined inside GE_CONF in order to store 
each value. 

In case of selecting the curve (graphical) mode, we will have in the screen a representation of the analog values. 
The values may be shown as curves, points of bars depending on the operator choice. Here we have a graphical 
screen representing curves: 

 

                              
 

In the bottom part of the screen we have a list of the analog values stored in the files within the selected data 
ranges. The values represented in the diagram are the ones selected with the tick symbol  , the color is 
represented here too.  

To add another analog value to the graphic, just click with the mouse in the corresponding box. The same process 
is valid for deleting another value. 

 

In the top of the screen we have the following icons: 

- , to Exit from this screen;  

- , to Save the data in an Excel format file; 

- , to Print the table. 
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In the case of graphical representation, two more buttons appear: 

  

- , to show the control editor used for curve representation;  

- , to view in the bottom part of the screen the available analog value list (as shown in the previous 
figure) or to view the values represented in a table. 

 

 

4.3.5.2 WORKING TIMES 
 

With the option Times we present a table in the screen that gives us an idea of how much time an analog value has 
been between different value ranges.  

Once the choice is made, a similar screen to the one of the previous option is presented. Here we can configure all 
the report characteristics: report name, data ranges and also the band limits. 

The final report includes the time each analog value has been between the limits of a particular band. For example, 
if we configure the band limits as in the next screen (0, 20, 30, 40, 50 y 60), we will know how many minutes a 
particular analog value has had a value under 0, between 0 and 20, between 20 and 30 etc. 

 

 

By pressing the button NextÆ, we jump into the another screen similar to the one in the previous point, Time 
Evolution. Here we can select which analog values will be part of the report. 
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Finally clicking on View, we can see in the screen a table with all the selected analog values with the following 
format: 

 

 

 

This figure shows three different types of analog values, each one in a different row. The names for each value are 
indicated in the first column. The second and third columns indicate the minimum value within the date ranges, and 
also the specific date and time when that happened.  

The following columns represent the number of minutes when the analog value was between the selected limits. 
Minutes with the analog value under 0, minutes with a value between 0 and 20 etc. 

Finally, the last two columns represent the maximum value taken by the selected analog value and the specific date 
and time when that happened.  

 

In the upper part of the screen we have a number of icons: 

 

- , to Exit from this screen;  

- , to Save date in an Excel format; 

- , to Print the table.  
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This option allows to select the language between the following ones: Spanish, English, French, Portuguese, 
German and Italian. 

 

 

 


